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FINISHED GRADE

4'-0" SQUARE INSULATED
ALUMINUM HATCH (H-20)

CURB BOX

5'-0" TO 10'-0"

2" THICK CLOSED
CELL RIGID

INSTALLTION, MIN.
3'-0" DEPTH, TYP.

4' SQ. x 7' PRECAST
H-20 CONCRETE

VAULT (4,000 PSI)

MANHOLE STEP @
12" O.C. TYP.
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APPROVED
BACKFILL MATERIAL

WATER METER
FURNISHED AND

INSTALLED BY
ECWA

TO CUSTOMER

CONNECTION TO EXISTING
SERVICE WITH CURB STOP
SUPPORTED BY A SOLID
CONCRETE BLOCK (4"x8"x8")

VALVE, TYP.

NOTES:

1. NO PLUMBING CONNECTIONS ALLOWED WITHIN 8" OF VAULT.

2. A HOT-BOX LOCATED ABOVE GRADE IS ALSO ACCEPTABLE.

UNDISTURBED EARTH

TYPE K COPPER
TUBING, TYP.

APPROVED BEDDING
MATERIAL

APPROVED BACKFILL
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WATER METER VAULT
1.5" AND 2" METERS
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